Form 2137

» Los Alamos Conduct of Engineering
NATIONAL LABORATORY Request for Variance or Alternate Method
1.0 General
1.1 Document Number: VAR-10163 1.2 Revision: 0

1.3 Brief Descriptive Title: In-process Examination of Tie-in to Existing Contaminated Piping

1.4 Affected Program: Engineering Standards 1.5 Request Type: Alternate Method

1.6a Affected Tech Area 99 1.6b Affected Buildings Sitewide

1.7 Requestor: Snider, Phil  Organization: ES-EPD

1.8 Revision History
Revision Number Changes and Comments

RO Initial Issue

2.0 Affected Conduct of Engineering Program/Documents

2.1 Affected “P” Document: 2.2 Subordinate or related document(s) [AP, master spec, LANL ESM chapter &
P342 Engineering Standards section; or code, Order, standard, etc.]: Document Title/No.: ESM Chapter 17,
Section EXIST — Legacy System Requirements

If against the P document itself, Revision 2
revision (or N/A): _
N/A Document Title/No.:

Document Title/No.:

2.3 Section/Paragraph: Paragraph 3.0 Modification or Maintenance of an Existing System, B, 1., a, 3) i.

2.4 Specific Requirement(s) as Written in the Document(s):

a. For welded connections where elevated pressure leak test is not possible:
3) Perform Initial Service Leak Test as follows:

i Gradually increase pressure in steps until the operating pressure (pressure during normal system
operating conditions) is reached, holding the pressure at each step long enough to equalize piping strains
except for systems under 25 psig and with a volume of 2 cubic foot or less, pressure can be brought up in
one step.

2.5 Contractual, preference, or other basis for requirement in 2.4:
ESM Chapter 17 is the required implementation of 10CFR851.
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2.6 Type of VAR from ESM Chap 1, Z10 [Appliesonlyto | 2.7 Discipline
standards variances) Pressure Safety
Type 2

3.0 Request Information & Comments

3.1 NCR required (work has occurred)? No
If Yes, NCR Number:

3.2 System/Component Affected 3.3 Highest ML Level
OpSystem Acronym & Name DRYVAC_Dry Vacuum
System Number or Name DRYVAC_Dry Vacuum ML-4

3.4 Proposal with Justification/Compensatory Measures:
Background

PEI 1 RCD-TA55-15-001 Rev 2, Table 8.1, Dry Vacuum (House and Process) requires compliance with ASME B31.3-2012,
Category Normal for the design of Gloveboxes and equipment fluid services and utilities. However, per Section 8.20 System
Interface, “For systems where the code of record is ASME B31.3, and the pressure is reduced below 15 psig, they are excluded from
the ASME B31.3 requirements and ESM Chapter 17 for design and testing requirements”.

B31.3-2012 states:

300.1.3 Exclusions. This Code excludes the

following:

(a) piping systems designed for internal gage pressures
at or above zero but less than 105 kPa (15 psi),
provided the fluid handled is nonflammable, nontoxic,
and not damaging to human tissues as defined in 300.2,
and its design temperature is from —29°C (—20°F)

through 186°C (366°F).

Therefore new vacuum systems meeting the above conditions are not excluded from B31.3. EXxisting systems (the subject of this
request) are not within the code’s scope (see below).

300 (c) (2) This Code is not intended to apply to the operation,
examination, inspection, testing, maintenance, or

repair of piping that has been placed in service. The
provisions of this Code may optionally be applied for

those purposes, although other considerations may also

be necessary.

At LANL, ESM Chapter 17, EXIST 3.0 Modification or Maintenance of an Existing System, provides the requirements for the
interface connections. See Field 2.4 for EXIST’s wording. The EXIST wording does not address tie-in to vacuum system. Looking
at both EXIST wording and B31.3 345.7 (below), it is not possible to comply precisely as written because, for a hot tie-in to vacuum
system, internal pressure would not gradually increase in steps (it would change/decrease).

345.7 Initial Service Leak Test

This test is applicable only to piping in Category D
Fluid Service, at the owner’s option. See para. 345.1(a).
345.7.1 Test Fluid. The test fluid is the service fluid.
345.7.2 Procedure. During or prior to initial operation,
the pressure shall be gradually increased in steps
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until the operating pressure is reached, holding the pressure
at each step long enough to equalize piping strains.
A preliminary check shall be made as described in

para. 345.5.5 if the service fluid is a gas or vapor.

Furthermore, the EXIST wording is written as such because, in modified system tie-ins that cannot be isolated and pressurized, it is
not possible to perform testing per 345.2.4 (see below) on the connection.

345.2.4 Externally Pressured Piping. Piping subject
to external pressure shall be tested at an internal gage
pressure 1.5 times the external differential pressure, but

not less than 105 kPa (15 psi).

Proposal

Allow fabrication of the connecting joint in accordance with the ESM Chapter 17, Exist, 3. B. 1. A, modified by including the words
“or brazed” along with “welded” in 3. B. 1. a., and substituting the word “change” for “increase” in Exist, 3. B. 1. a. 3) i. NOTE:
This is not substituting the words in ASME B31.3 345.2.4 or 345.7, but only ESM Chapter 17. This Alternate Method is valid
for any tie-in to an existing vacuum system that cannot fulfil the requirements of 345.2.4 or 345.7 as written.

Thus, the initial service leak test will be performed by a return to service and subsequent check for gross leaks which might be
indicated by contamination release. The assembly and testing is performed inside a bag and evaluated in accordance with proven
radiation monitoring/sampling prior to removal of the bagging.

Justification

This method of performing the hot tie-in of a vacuum line while allowing the pump to run has been historically used for all Dry
Vacuum tie-in joints at TA-55-0004, but not necessarily documented. It is the only practical approach that can be followed under the
circumstances.

Compensatory Measures
The bagging method described under “Proposal” above minimizes the possibility of a leaking joint and contamination release.

3.5 Attachments

Document Title or Description DCF-15-55-0004-941-FCR-00016-ATTACHMENT 1
Document Title or Description

3.6a Project ID 3.6b: Project Name 3.6¢: Code of Record Date
103150 Plutonium Implementation (CMRR 2012 issued Jan 10, 2013
Continuation) PEI1
3.7 Duration: 3.8a If Finite Period, Start Date: 3.8b End Date:
Lifetime

3.8c Provide the PFITS number for tracking removal/correction:

3.9 USQD/USID required (Nuclear, High/Mod Hazard)? Yes
If Yes, USQD/USID Number TBD

3.10 QA Review for process change matters potentially affecting LANL’s NQA-1 implementation
Is a QPA Determination required?: NoO If Yes, then:
QPA Comments:

3.11 POC Determination: Accept
POC Comments:
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3.12 Management Program Owner’s (SMPO) Approval for P341 and APs; P342, ESM, ML-1 and -2, and Contract
Matters; and P343

SMPO Determination: Accept
Comments:

4.0 Participant Signatures NOTE: DO NOT ADD NAMES FROM WITHIN WORD! Save and close the form first, then do 1-4 below:
1. From the SharePoint library, select the document, then click the ellipsis (...) in the second column; a small dialog appears
2. Inthe small dialog click the ellipsis again
3. Click Edit Properties and check out the document if prompted toEnter names using the controls provided, then Save

4.1 POC (Mgnagement Program Owner’s Organization Sjgnatyre Digitally signed by Ari B Swartz
Representative): ES-EPD r I B DN: c=US, 0=U.S. Government,
ou=Department of Energy,

ou=Los Alamos National

Swartz, Ari (Ben) Laboratory, ou=People,

serialNumber=235211, cn=Ari B
wartz

Date: 2017.08.03 14:24:31 -06'00'

4.2 Facility Design Authority Representative Organization Signature

FDAR signature not required

4.3 LANL Owning Manager (FOD or R&D/Program) | Organization Signature

FOD or Program Manager signature not required

4.4 Quality Reviewer’s Name: Organization Signature

[QPAName]
QPA review/signature not required

4.5 Safety or Security Management Program Organization Signature
Owner’s Approval for P341 and APs; P342, ESM ES-DO
and Contract Matters; and P343 Digitally signed by LAWRENCE
LAWR E N C E GOEN (Affiliate)
DN: c=US, 0=U.S. Government,
=Depart| t of Ei /

Goen, Lawrence Kenneth GOEN Becz34019200300.100. 189001

: f . 000275435, cn=LAWRENCE GOEN
SMPO signature not required (Type 1 variance) [] ( A ffl | | 3 t e) g:{!iaztgim&m e csoo

Form 2137: VAR-10163, Page 4
Form Rev 1b : Template file: 2137_PROD_v1b.docx [06/20/17]



4.6 Additional Signer 1 Organization Signature
Pennington, Daniel H ES-55

Role:

4.7 Additional Signer 2 Organization Signature
[AdditionalSigner2]

Role:

4.8 CoE Administrator Signature Signature

Salazar-Barnes, Christina L

NOTE: The CoE Admin is always the last signature
placed on this document. The date of that signing is
the date of this document.

Christina L
Salazar-
Barnes

Digitally signed by Christina L Salazar-
Barnes

DN: c=US, 0=U.S. Government,
ou=Department of Energy, ou=Los
Alamos National Laboratory, ou=People,
serialNumber=121714, cn=Christina L
Salazar-Barnes

Reason: Finalize document

Date: 2017.08.04 09:28:54 -06'00"
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FCR/DRN - Affected Document Crosswalk

Los Alamos National Laboratory

PEI-1

Long FCR/DRN #

FCR/DRN
Issue Date

Sketch No.

Discp.

Type

Doc Date

Engineering Document Number

Doc Title

DCF-15-55-0004-941-FCR-00016 | SEE FCR SECTIONS 1-6 None Required Mech Spec. 8/14/2015 1 22 0813 Testing Piping Systems
DCF-15-55-0004-941-FCR-00016 | SEE FCR SECTIONS 1-6 None Required Mech Spec. 7/25/2012 1 40 0513 Process Piping
DCF-15-55-0004-941-FCR-00016 | SEE FCR SECTIONS 1-6 None Required Mech Spec. 3/31/2015 0 405100 Building Services Piping
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where it does not include addition to, replacement, alteration or relocation of, any
piping, or in any cases where piping is set up temporarily for exhibition purposes.

H. Pneumatic (Air} Testing:

1. Use clean dry air (Excluded from use with natural gas pipe testing) or
inert gas as the test medium.

2. Barricade the area around the system to be tested.

3. Prior to application of full air test pressure, apply a preliminary test of not

more than 10 psig to reveal possible major leaks.

4, After preliminary test, raise pressure in stages not more than 25 percent
up to full test pressure, allowing at least 10 minutes for equalization of
strain and detection of major leaks at each intermediate stage. Hold final
test pressure for time specified.

5. Examine piping for leakage using soap bubble solution, or by test gage
monitoring.

I If leaks are found, they shall be eliminated by tightening, repair, or replacement, as
appropriate and test repeated until no leakage is found.

J.  Where repairs or additions are made to piping system following the pressure test,
the affected piping shall be tested. Minor repairs and additions are not required
to be pressure tested, provided that the work is inspected and connections are
tested with a noncorrosive leak-detecting fluid or other leak-detecting methods
approved by the authority having jurisdiction. Testing will not be required in cases
where it does not include addition to, replacement, alteration or relocation of, any
piping, or in any cases where piping is set up temporarily for exhibition purposes.

K. For ASME B 31.3 fluids, paragraph 345.1(a) allows at the owner's option, a piping
system in Category D fluid service to be subjected to an initial service leak test in
accordance with para. 345.7, in lieu of the hydrostatic leak test.

LANL Project 1.D.: DCF-14-55-0004-941 Testing Piping Systems
CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1 Section 22 0813
Revision 1, August 14, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 3 of 8

DCF-15-55-0004-941-FCR-00016
[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 2 of 10]



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Rectangle



302018

Line



302018

Text Box

Modified by DCF-15-55-0004-941-FCR-00011 and DCF-15-55-0004-941-FCR-00016





[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 3 of 10]

» Los Alamos
NATIONAL LARORATORY
L3t. 1343

345.7 initial Service Leak Test

This test is applicable only to piping in Category D
Fluid Service, at the owner's option. See para. 345.1(a).

345.7.1 Test Anid. The test Auid is the service fluid

345.7.2 Procedure. During or prior to initial opera-
tion, the pressure shall be gradually increased in steps
until the operating pressure is reached, holding the pres-
sure at each step lang enough to equalize piping strains.
A preliminary check shall be made as described in
para. 34555 if the service fluid is a gas or vapor.

345.7.3 Examination forLeaks. The examination for
leaks required by para. 3452 2(a} shall be conducted
while the system is at operating pressure. It is permissi-
ble to omit examination for leaks of jeints and connec-
tions previously tested in accordance with this Cede.

3.2 PRESSURE TESTING

A All ASME B31.3 Fluid Service Categories (Category D, Category Normal, and
Category M):

1. All piping (excluding Category M) where final connection leak testing
cannot be performed, such as vacuum piping and systems, shall be
examined through In-Process examination. Reference section
3.3.A.1.a/b.2 (In-Process Examination) of 22 0813 Testing Piping
Systems Specification. All piping utilizing In-Process examination will be
tested before installation via Hydrostatic or Pneumatic testing.

2. For all new sections of piping perform either hydrostatic leak test or
pneumatic leak test as applicable, in accordance with the requirements of
ASME B31.3 paragraph 345 and M345.

LANL Project I.D.: DCF-14-55-0004-941 Testing Piping Systems
CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1 Section 22 0813
Revision 1, August 14, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 4 of 8
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EIT. 1341
b. Pneumatic Leak Test{ HDV. GB

1.) Perform pneumatic leak testing on all new sections of piping.
Testing shall be performed using non-toxic non-flammable
compressed gas in accordance with the requirements in ASME
B31.3, paragraph 345.5.

2.) Preliminary test shall be performed by applying a preliminary
test pressure of 10 psig to check for major leaks. Gradually
increase pressure to test pressure (110% of design pressure).
Allow enough time at each step to equalize piping strains. Hold
pressure for minimum of 10 minutes once at test pressure. Use
commercial leak detection solution for detecting leaks. If leaks
are found, they shall be eliminated and test repeated until no
leakage is found.

3. Initial Service Leak Test: PCA, N2€::3

For Category D and Normal systems new construction attachment to
emstmg systems or for connecting existing systems to existing
systems, the final welded, flanged, or threaded, connection piping
systems or components shall be initial Service Leak Tested in
accordance with ASME B31.3, paragraph 345.7 and LANL ESM
Chapter 17. An Initial Service Leak test may also serve in lieu of a
hydrostatic leak test for Category D only.

b. During or prior to initial operation gradually bring the completed piping
system up to operating pressure in steps using the service fluid and
visually examine newly made connections.

¢. A leak test shall be maintained for at least 30 minutes while the
system is at operating pressure, and all joints and connections shall
be examined for leaks. It is permissible to omit examination for leaks
of joints and connections previously tested in accordance with ASME
B31.3.

d. Where possible use a commercial leak detection solution for detecting
leaks, hold pressure for a minimum of 10 minutes prior to applying
leak detection solution.

e. If leaks are found, they shall be eliminated and test repeated until no
leakage is found.

f. Ensure valve is left open after leak test to avoid a liquid lock in the
system per Chapter 17 requirements.

C. Other Process Piping (ASME B31.3):
1. Closure Welds:

a. For new construction attachment to existing systems, the final weld
connecting piping systems or components which have been

LANL Project 1.D.: DCF-14-55-0004-941 Testing Piping Systems
CMRR PF4 Equipment Installation (PEI} Rm 115 Task 1 Section 22 0813
Revision 1 August 14 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 50f 8
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successfully tested need not be leak tested, but shall be examined in-
progress (per ASME B 31.3 paragraph 345.2.3.c Closure Welds) and
100% radiographic or 100% ultrasonic examined.

D. ASME B31.9, Building Services Piping:

1. Prior to initial operation, each piping system shall be tested for leakage.
Hydrostatic testing in accordance with paragraph 937.3 shall be
employed if possible. Pneumatic testing may be used in lieu of hydrostatic
testing only in accordance with the limitations in paragraph 937.4. Initial
service testing may only be used within the limitations of paragraph
937.5.

LANL Project I.D.: D : esting Piping Systems
CMRR PF4 Equipment Installation (PEl) Rm 115 Task 1 Section 22 0813

Revision 1 AuguSt 14, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 60f8
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1)  This test shall only apply to new construction attachment to
existing systems or for connecting existing systems to existing
systems, on the final welded, flanged, or threaded connection of
the piping systems or components,

2) Initial Service Leak testing shall only be performed for gases and
steam and condensate service not over 15 psig, and for
nontoxic, noncombustible, nonflammable liquids at pressures
not over 100 psig and temperatures not over 200 degrees
Fahrenheit. Follow all guidelines of ASME B 31.9 paragraph
937.5.

3) Test fluid shall be service fluid.

4)  Gradually bring the completed piping system up to operating
pressure in steps using the service fluid and visually examine
newly made connections. There shall be an examination at a
pressure between one-half and two-thirds of operating pressure
and again at operating pressure.

5) If leaks are found, depressurize system, rework, and retest until
no leaks are detected.

3.3 EXAMINATION:

A.  AllASME B31.3 Fluid Service Categories (Category D, Category Normali, and
Category M):

1. Examinationf [GB, EXH, HDV, PCA]

LANL Project I.D.: DCF-14-55-0004-941 Testing Piping Systems
CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1 Section 22 0813
Revision 1, August 14, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 7 of 8

DCF-15-55-0004-941-FCR-00016

[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 6 of 10]



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Line



302018

Text Box

[GB, EXH, HDV, PCA]



302018

Polygon



302018

Rectangle



302018

Line



302018

Line



302018

Text Box

Modified by DCF-15-55-0004-941-FCR-00011 and DCF-15-55-0004-941-FCR-00016





[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 7 of 10]

» Los Alamos
NATIONAL LABORATORY
I5T1.1%43

1)

2)

B. ASME B31.9, Building Services Piping:

1. Examination: Including all piping, welds, brazing and components per
ASME B 31.9, paragraph 936.

a. Visual Examination per ASME B 31.9, paragraph 936.4.1.
3.4 RETESTING

A. If piping does not pass test, locate and repair leaks and repeat testing procedure
until satisfactory results are obtained.

B. Make repairs to piping with new materials. Caulking on screwed joints, cracks, or
holes is not acceptable.

3.5 EXTERNALLY PRESSURIZED COPPER COMPONENT HOT TIE TESTING
REFERENCE FIGURE 1 FOR PARAGRAPHS 3.5 (1) THROUGH 3.5 (4)

1. Pneumatically test, inspect, and examine all (a) components in accordance with other sections of this specification.

2. All (b) joints shall be visually examined in accordance with the fabrication and/or installation specification(s).

3. Ensure that a downstream vacuum gage (c) is installed within (a) in accordance with fabrication and/or installation
specifications(s).

4. Perform a visual examination and initial service leak test on any and all (b) joints. Monitor (c) for any upset conditions,
over pressurization, under pressurization, or other anomaly during the initial service leak test.

FIGURE 1: EXTERNALLY PRESSURIZED COPPER MATERIAL

(2) NEW COMPONENT(S)
(c) VACUUM GAGE

[(b) HOT TIE JOINT}—\E 5 (b) HOT TIE JOINT |

IN-SERVICE 7 7 IN-SERVICE
EXTERNALLY EXTERNALLY

PRESSURIZED SYSTEMZz, PRESSURIZED SYSTEM

FOR LANL USE ONLY

This project specification is based on LANL Master Specification 22 0813 Rev. 6, dated August
14, 2012.

LANL Project I.D.: DCF-14-55-0004-941 Testing Piping Systems
CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1 Section 22 0813
Revision 1, August 14, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and Section Page 8 of 8
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REFERENCE FIGURE 1 FOR PARAGRAPHS 3.5 (1) THROUGH 3.5 (4)
1. Pneumatically test, inspect, and examine all (a) components in accordance with other sections of this specification.
2. All (b) joints shall be visually examined in accordance with the fabrication and/or installation specification(s).
3. Ensure that a downstream vacuum gage (c) is installed within (a) in accordance with fabrication and/or installation specifications(s).
4. Perform a visual examination and initial service leak test on any and all (b) joints.  Monitor (c) for any upset conditions, over pressurization, under pressurization, or other anomaly during the initial service leak test.
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(c) VACUUM GAGE
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FIGURE 1: EXTERNALLY PRESSURIZED COPPER MATERIAL
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» Los Alamos
MATIOMNAL LABORATORY
E5T.1943

PCA, GB, HDV (2” or smaller): Stainless Steet/ Copper

| Piping Specification 206 Date: March 15, 2017 ¥ Revision: 0 Page 1of 1 |
DESIGN PARAMETERS
P-Spec ‘,YL PS-206(A ) ~
Design Pressure (psig) 600 600; Code of Reference:|B31.3 - 2012
Design Temperature (°F) 100 | 30 Fluid Service:|Category D/ Normal
. o ._..|Stainless Steel
Minimum Temperature (°F) | -425 | -42 Material: 304L/316L)
(YN Copper*

Pressure Rating:|600 psi

(psig)

Maximum Test Pressure
(psig)

Minimum Test Pressure g PCA: 15, GB/HDV: 22.5

External Pressure

Rating: 15 psi

798

*For HDV/GB Copper Components Identified on Drawings: Refer to P-SPEC 402

ALLOWABLE TUBE MATERIALS

Component [Size Rating Standard Material Material Additional
Grade Requirements
Tubing 1/16 - 2 Schedule Tables [ASTM A269 ASTM A269 |TP 304L/ 316L|CMTR must specify
tensile and yield
properties.
Tubing 1/16 -2 Schedule Tables [ASTM A249 ASTM A249 |TP304L/ 316L

REQUIRED THICKNESS FOR TUBE IN GAS SERVICE:

P- | Corrosion | .. . 1 3 R s . . . . 7 ) )
Spec| Allowance Pipe Size| /g /16 Ya /16 /8 3 /g Ya /s 1 1% | 1% 2

A 0.00 Thickness|0.028{0.028|0.028|0.035{0.035|0.041|0.052|0.062|0.073|0.083|0.104 | 0.125 |0.167

Bend Radius 15D (15D |15D|15D (15D | 15D (15D |15D|1.5D 15D | 15D | 1.5D | 1.5D
Y Y Y Y Y Y Y Y Y Y Y Y sSasasaaa

EQUIRED I'HICKNESS FOR | UBE IN ALL OTHER SERVICES:

sgéc Aclcl’g;s’;%g PipeSize | Yis | Ys |16 | Yo |Slis| s | Y% | S | % | s | 1 |1%|1%]| 2

A 0.00 Thickness |0.010 (0.028/0.0280.0280.035/0.035/0.035/0.0490.0490.049(0.065/0.095/0.0950.109
Bend Radius 15D |1.5D|1.5D(1.5D|1.5D|1.5D|1.5D|1.5D|1.5D|1.5D|1.5D|1.5D|1.5D|1.5D
Y X XY XY XYY YYYYXYYYYYYYYYYYYYYYYYYYYYXYYYYYYYYYY Y XY XY Y
FITTINGS
Component Size Rating Standard Material Material Grade |Additional
Requirements
Tube Fittings Y16 - 2 |Manufacturer |Manufacturer |ASTM 316L/304L Swagelok/Cajon or
's 's A182/A479 Parker
Welded Fittings Y16 -2 |Manufacturer [Manufacturer |ASTM 316L/304L Swagelok/Cajon or
's ’s A182/A479 Parker
LANL Project I.D.: DCF-14-55-0004-941 Process Piping
CMRR PF4 Equipment Installation (PEIg Rm 115 Task 1 Section 40 0513

i Modified by DCF-15-55-0004-941-FCR-00011 and ;
Revision 1, July 25, 2012 J =" -2 0004941 FCR.00016 Section Page 12 of 15

[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 8 of 10]
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PCA: 15, GB/HDV: 22.5
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*For HDV/GB Copper Components Identified on Drawings: Refer to P-SPEC 402
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. Los Alamos

NATIOMNAL LABORATORY

E5T.1543

Nitrogerg(&” and smaller): Copper

(psig)

Rating:

| Piping Specification 402 Date: March 15, 2017 Revision: 0 Page 1 of 1 |
DESIGN PARAMETERS
P-Spec PS-402
N Y YN Y YY
Design Pressure (psig) 355E: Code of Reference:|B31.3, 2012
Design Temperature (°F) 100& Fluid Service:|Category D*
Minimum Temperature (°F)r -45 Material:|Copper
Minimum Test Pressure 15% Pressure Rating:|355 psi *
(psig)
Maximum Test Pressure ; 472 External Pressure N/AY

¥ YYYYYYYYYYY
GENERAL NOTES

*HDV/GB Copper Components (as referenced from P-Spec 206): External Pressure Rating = 15 psig, Min Test pressure =
22.5 psig, Category Normal

LLOWABLE |UBE VIATERIALS

Component [Size Rating Standard Material Material Grade |Additional
Requirements
Tubing Ya-2 Type L ASTM B88 |ASTM B88 Temper 050,060, |Seamless
H
REQUIRED SCHEDULES FOR TUBE
P- | Corrosion : : 1 3 1 5 3 1 1
Spec| Allowance Pipe Size s ) ) ) 7 1 1Y% 1% 2
402 0.00 Thickness 0.030 | 0.035 | 0.040 | 0.042 | 0.045| 0.050 | 0.055 | 0.060 | 0.070
Bend Radius 3D 3D 3D 3D 3D 3D 5D 5D -
FITTINGS
Component |Size |Class/Type |Standard Material Material |Additional Requirements
Grade
Threaded Y4 - 2 |Class 250 ASME B16.15 |AST B62 N/A Max Temperature 350°
Fittings
Soldered Ya-2 |Type L ASME B16.18 |ASTM B62 N/A Brazed
Fittings
Soldered Ya-2 |Type L ASME B16.22 |ASME B16.22 N/A Brazed
Fittings
Flared Fittings |% - 2 |500 psig SAE J513 SAE J513 N/A With Flare Nuts, Max Temp
200°
Tube Fittings |¥a - 2 |Manufacture’s |Manufacturer’'s |Brass per N/A Swagelok/Cajon/ or Parker
Manufacturer’s
MECHANICAL FASTENERS
Component |Size |Rating Standard Material Material Grade |Additional Requirements
Fasteners Yo - 3% |N/A ASME ASTM A193 B8 CI. 1- HH Min temperature - 325°F, See
B18.2.1 note 10
Nuts Y2 - ¥ |N/A ASME ASTM A194 8F- HH
B18.2.2

LANL Project I.D.: DCF-14-55-0004-941
CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1

Revision 1 JuIy 25 2012 Modified by DCF-15-55-0004-941-FCR-00011 and

DCF-15-55-0004-941-FCR-00016

[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 9 of 10]

Process Piping
Section 40 0513

Section Page 14 of 15
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*HDV/GB Copper Components (as referenced from P-Spec 206): External Pressure Rating = 15 psig, Min Test pressure = 22.5 psig, Category Normal
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» Los Alamos

NATIOMAL LABDORATORY

PCA (2" and smaller): Copper

| Piping Specification 402 Date: March 15, 2017 Revision: 0 Page 1 of 1 |
DESIGN PARAMETERS
P-Spec PS-402
Design Pressure (psig) 355; Code of Reference:|B31.9, 2014
Design Temperature (°F) lOOE Fluid Service: [N/A
Minimum Temperature (°F) | -45 Material: |Copper
P I = y
M|n_|mum Test Pressure 15 Pressure Rating:|355 psi
(psig)
Maximum Test Pressure External Pressure
(psig) % 472 Rating: N/A
GENERAL NOTES
ALLOWABLE TUBE MATERIALS
Component [Size Rating Standard Material Material Grade |Additional
Requirements
Tubing Ya-2 Type L ASTM B88 |ASTM B88 Temper 050,060, |Seamless
H
REQUIRED SCHEDULES FOR TUBE
P- | Corrosion : . . s N s 3 N .
Spec| Allowance Pipe Size Ya 7o Yo /e Ya 1 1% 1% 2
402 0.00 Thickness 0.030 | 0.035 | 0.040 | 0.042 | 0.045 | 0.050 | 0.055 | 0.060 | 0.070
Bend Radius 3D 3D 3D 3D 3D 3D 5D 5D -
FITTINGS
Component |Size |Class/Type |Standard Material Material |Additional Requirements
Grade
Threaded Y, - 2 |Class 250 ASME B16.15 |AST B62 N/A Max Temperature 350°
Fittings
Soldered Ya-2 |Type L ASME B16.18 |ASTM B62 N/A Brazed
Fittings
Soldered Ya-2 |Type L ASME B16.22 |ASME B16.22 N/A Brazed
Fittings
Flared Fittings |¥ - 2 |500 psig SAE J513 SAE J513 N/A With Flare Nuts, Max Temp
200 °
Tube Fittings |% - 2 [Manufacture’s |Manufacturer's |Brass per N/A Swagelok/Cajon/ or Parker
Manufacturer’s
MECHANICAL FASTENERS
Component |Size |Rating Standard Material Material Grade |Additional Requirements
Fasteners Y2 - ¥a|N/A ASME ASTM A193 B8 Cl. 1- HH Min temperature - 325°F, See
B18.2.1 note 10
Nuts Yo - Ya|N/A ASME ASTM A194 8F- HH

LANL Project I.D.: DCF-14-55-0004-941

FCR-011

CMRR PF4 Equipment Installation (PEI) Rm 115 Task 1

Revision 0, March 31, 2015 Modified by DCF-15-55-0004-941-FCR-00011 and
DCF-15-55-0004-941-FCR-00016

Building Services Piping
Section 40 5100
Section Page 14 of 15

[DCF-15-55-0004-941-FCR-00016-ATTACHMENT1, Page 10 of 10]
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